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ADDENDUM No. THREE 
 
Project Name: Campground Improvements 
 Cape Henlopen State Park 
 
Project No.: CH-44 
 
Contract No.: 2015-CH-300 
 
Date of Issue: July 20, 2015 
 
Notice No. 1: Attach this addendum to the Project Manual for this project.  It modifies and becomes 

part of the Bidding Documents.  Work or material not specifically mentioned herein is 
to be as described in the main body of the specification and as shown on the drawings. 
 

Bids Due: Tuesday, August 2, 2016 at 2:00 PM 
Auditorium 
DNREC, Division of Parks and Recreation 
89 Kings Highway, Dover DE 19901 
 

   
 
Drawings: 
 
1 Refer to Specification Section 033000, Cast-in-Place Concrete:  Paragraph 2.7 Vapor Retarders, Item 1d 

shall be revised to Viper Vaporcheck II as manufactured by Insulation Solutions.   
 

 
Drawings: 
 
1 Sheet C2.1 Site Demolition Plan:  The 18” CMP, 15” CMP and masonry catch basin are to be removed 

at the northeast area of the Campground.  This sheet has been revised and is included with this 
Addendum. 
 

2 Sheet C3.6 RV Parking Plan:   
 
A. Install new 15” RCP, 18” RCP and drainage inlet as shown in the northeast area of the 

Campground.  
B. Install new 15” RCP and 12” RCP with flared ends as shown crossing Road C at the east end.   
C. This sheet has been revised and is included with this Addendum. 

 
3 Sheet C3.7 RV Parking Layout Plan:  The Flared End Section Schedule, Pipe Schedule and Drainage 

Inlet Schedule have been revised.  This sheet has been revised and is included with this Addendum 
 

4 Sheet C8.6 Utilities Details:  The locations of the yard hydrant and power center have been revised.  This 
sheet has been revised and is included with this Addendum. 
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5 Sheet E1.1 Electrical Notes, Legends & Abbreviations:   

 
A. The Oil-Filled, Pad-Mounted Medium-Voltage Transformer Schedule has been revised.   
B. The Electrical Legend has been revised.   
C. Electrical Abbreviations has been revised.   
D. This sheet has been revised and is included with this Addendum. 

 
6 Sheet E2.1 Electrical Demolition Plan:  This sheet is revised, reissued and included with this Addendum.   

 
7 Sheet E2.2 Electrical Site Plan:  This sheet is revised, reissued and included with this Addendum.   

 
8 Sheet E3.1 Electrical One Line Diagrams:  This sheet is revised, reissued and included with this 

Addendum.   
 

9 Sheet E4.1 Electrical Details:   
 

A. Detail for separation distance between medium-voltage run and 600V or less run has been 
revised. 

B. The Electrical Legend has been revised.   
C. Electrical Abbreviations has been revised.   
D. The Typical Power Post Detail has been revised.   
E. This sheet has been revised and is included with this Addendum. 
 

10 Sheet E4.2 Electrical Details:  Detail Typical Transformer Loop-Feed Installation Detail has been revised 
at the secondary to meters.  This sheet has been revised and is included with this Addendum. 
 

11 Sheet E5.1 Electrical Schedules: This sheet has been reissued and is included with this Addendum.   
 

12 Sheet E5.2 Electrical Schedules:  This sheet has been reissued and is included with this Addendum.   
 
Attachments 
End Addendum Three 
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1.	THE ELECTRICAL CONTRACTOR SHALL COORDINATE HIS WORK WITH THAT OF ALL THE ELECTRICAL CONTRACTOR SHALL COORDINATE HIS WORK WITH THAT OF ALL OTHER TRADES. ALL OTHER TRADE'S DRAWINGS AND SPECIFICATIONS SHALL BE CONSULTED AND COORDINATED WITH PRIOR TO ROUGH-IN. 2.	WHEREVER POSSIBLE, THE CONTRACTOR SHALL OBTAIN ACTUAL ROUGH-IN WHEREVER POSSIBLE, THE CONTRACTOR SHALL OBTAIN ACTUAL ROUGH-IN DRAWINGS FOR THE ACTUAL ITEM OF EQUIPMENT TO BE INSTALLED PRIOR TO ROUGH-IN. THIS SHALL APPLY TO ALL EQUIPMENT, WHETHER IT IS TO BE INSTALLED BY THE CONTRACTOR OR BY THE OWNER. 3.	PROVIDE TYPED CIRCUIT DIRECTORIES FOR ALL PANELBOARDS TO INDICATE TYPE PROVIDE TYPED CIRCUIT DIRECTORIES FOR ALL PANELBOARDS TO INDICATE TYPE OF LOAD SERVED AND AREA SERVED (E.G. RV POWER POST A1). 4.	UNLESS NOTED OTHERWISE, EVERY CONDUIT CONTAINING 120V OR GREATER WIRING UNLESS NOTED OTHERWISE, EVERY CONDUIT CONTAINING 120V OR GREATER WIRING SHALL CONTAIN A SEPARATE INSULATED GROUND WIRE RATED FOR 600V. 5.	PROVIDE SEPARATE UNSHARED NEUTRAL CONDUCTOR(S) FOR ALL FEEDERS PROVIDE SEPARATE UNSHARED NEUTRAL CONDUCTOR(S) FOR ALL FEEDERS REQUIRING A NEUTRAL (I.E. 1 PHASE - 3 WIRE). SHARING OF NEUTRAL CONDUCTORS BETWEEN ANY CIRCUIT (FEEDER) IS NOT PERMITTED. MULTIWIRE FEEDER CIRCUITS ARE NOT PERMITTED. 6.	CENTER EQUIPMENT OR DEVICES LOCATED ABOVE OPENINGS SUCH AS DOORS, CENTER EQUIPMENT OR DEVICES LOCATED ABOVE OPENINGS SUCH AS DOORS, LOUVER, ETC. ABOVE THE OPENING. THIS NOTE REFERS TO, BUT IS NOT LIMITED TO, CLOCKS, EXITS LIGHTS, EXTERIOR LIGHT FIXTURES, ETC. 7.	CONFIRM ALL EQUIPMENT LOCATIONS PRIOR TO INSTALLATION. CONFIRM ALL EQUIPMENT LOCATIONS PRIOR TO INSTALLATION. 8.	PROVIDE WARNING LABELS FOR ALL PANELBOARDS AND METER SOCKET PROVIDE WARNING LABELS FOR ALL PANELBOARDS AND METER SOCKET ENCLOSURES. WARNING LABELS SHALL READ AS FOLLOWS: "CAUTION. POTENTIAL ELECTRIC ARC FLASH HAZARD. WEAR PROPER PROTECTIVE CLOTHING WHILE EXAMINING, ADJUSTING, SERVICING OR MAINTAINING ENERGIZED EQUIPMENT." INSTALL WARNING LABELS ON EXTERIOR FRONT FACE OF ALL PANELBOARDS AND METER SOCKET ENCLOSURES LOCATED IN UNFINISHED/UTILITY TYPE SPACES. INSTALL WARNING LABELS ON INTERIOR FRONT FACE OF ALL PANELBOARDS LOCATED IN FINISHED SPACES. ENTIRE INSTALLATION SHALL COMPLY WITH THE REQUIREMENTS OF THE 2011 NEC, ARTICLE 110.16 (FLASH PROJECTION). 9.	PROVIDE PANELBOARD WITH THE NUMBER OF POLES INDICATED. EACH SPACE PROVIDE PANELBOARD WITH THE NUMBER OF POLES INDICATED. EACH SPACE SHALL BE A FULLY PREPARED SPACE (I.E. COMPLETE WITH ALL PROVISIONS INCLUDING ALL HARDWARE REQUIRED TO MOUNT A FUTURE CIRCUIT BREAKER INCLUDING BUS CONNECTIONS, CIRCUIT BREAKER MOUNTING BRACKET, CIRCUIT BREAKER COVER AND COVER KNOCKOUTS, ETC.). PANELBOARDS SHALL BE NEMA 3R, LOCKABLE WITH THE SAME KEYING. 10.	COORDINATE UNDERGROUND RUNS WITH EXISTING CONDITION AND TREE LOCATIONS. COORDINATE UNDERGROUND RUNS WITH EXISTING CONDITION AND TREE LOCATIONS. 11.	VERIFY ELECTRICAL SYSTEM PHASING AND ROTATION WITH UTILITY COMPANY. VERIFY ELECTRICAL SYSTEM PHASING AND ROTATION WITH UTILITY COMPANY. 12.	COMPLY WITH LEWES BOARD OF PUBLIC WORKS' ELECTRIC UTILITY SPECIFICATION COMPLY WITH LEWES BOARD OF PUBLIC WORKS' ELECTRIC UTILITY SPECIFICATION FOR DEVELOPER DOCUMENT. COORDINATE PRIMARY, TRANSFORMER, SECONDARY, AND METERING WORKS WITH LEWES BOARD OF PUBLIC WORKS. 13.	COMPLY WITH CURRENT NATIONAL, STATE, AND LOCAL ADOPTED CODES. COMPLY WITH CURRENT NATIONAL, STATE, AND LOCAL ADOPTED CODES. 14.	ALL DISTURBED AREAS SHALL BE RESTORED TO THE ORIGINAL CONDITIONS. ALL DISTURBED AREAS SHALL BE RESTORED TO THE ORIGINAL CONDITIONS. 15.	SAW CUT PAVED AREAS IN ACCORDANCE WITH CONSTRUCTION DETAILS. SAW CUT PAVED AREAS IN ACCORDANCE WITH CONSTRUCTION DETAILS. 16.	RESTORE DISTURBED PAVED AREAS IN ACCORDANCE WITH CONSTRUCTION DETAILS. RESTORE DISTURBED PAVED AREAS IN ACCORDANCE WITH CONSTRUCTION DETAILS. 17.	CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING TEMPORARY POWER CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING TEMPORARY POWER (PORTABLE GENERATORS, TEMPORARY SERVICES, ETC.). 18.	ALL CONDUITS SHALL BE SCHEDULE 80 PVC, UNLESS NOTED OTHERWISE. ALL CONDUITS SHALL BE SCHEDULE 80 PVC, UNLESS NOTED OTHERWISE. 19.	UNLESS OTHERWISE INDICATED, ALL CABLES/CONDUCTORS SHALL BE COPPER UNLESS OTHERWISE INDICATED, ALL CABLES/CONDUCTORS SHALL BE COPPER TYPE. ALUMINUM CABLES/CONDUCTORS SHALL ONLY BE ALLOW FOR USE FOR PRIMARY AND SECONDARY RUNS IN ACCORDANCE WITH LEWES BOARD OF PUBLIC WORKS' REQUIREMENTS. 20.	UTILITY SERVICE POLE, FUSE CUTOUTS, OVERHEAD LINES UPSTREAM OF UTILITY UTILITY SERVICE POLE, FUSE CUTOUTS, OVERHEAD LINES UPSTREAM OF UTILITY SERVICE POLE, AND METERS TO BE PROVIDED BY LEWES BOARD OF PUBLIC WORKS' ELECTRIC DEPARTMENT. 21.	FURNISH AND INSTALL TREATED LUMBER BOARDS ON BACK OF EXISTING METER FURNISH AND INSTALL TREATED LUMBER BOARDS ON BACK OF EXISTING METER STANDS TO ALLOW FOR INSTALLATION OF NEW PANELBOARDS. RUN SERVICE ENTRANCE WIRING AND CONDUITS AS INDICATED FROM EXISTING METERS TO NEW PANELBOARDS. COORDINATE WITH LEWES BOARD OF PUBLIC WORKS FOR INSTALLATION OF NEW METERS.

AutoCAD SHX Text
GENERAL NOTES - ELECTRICAL WORK

AutoCAD SHX Text
ELECTRICAL ABBREVIATIONS

AutoCAD SHX Text
A	AMPERE(S)   AMPERE(S)   AFF	ABOVE FINISHED FLOOR  ABOVE FINISHED FLOOR  AIC	AMPERES INTERRUPTING CAPACITY AMPERES INTERRUPTING CAPACITY AL	ALUMINUM ALUMINUM AWG	AMERICAN WIRE GAUGE AMERICAN WIRE GAUGE BPW	LEWES BOARD OF PUBLIC WORKS LEWES BOARD OF PUBLIC WORKS C	CONDUIT CONDUIT CB	CIRCUIT BREAKER CIRCUIT BREAKER CKT	CIRCUIT CIRCUIT CU	COPPER COPPER DWG	DRAWING DRAWING EX	EXISTING EXISTING FLA	FULL LOAD AMPERES FULL LOAD AMPERES G	GROUND GROUND HH	HANDHOLE HANDHOLE HP	HORSEPOWER HORSEPOWER HV	HIGH VOLTAGE HIGH VOLTAGE HZ	HERTZ  HERTZ  Isc	SHORT CIRCUIT INTERRUPTING CAPACITY    SHORT CIRCUIT INTERRUPTING CAPACITY    (RMS SYMMETRICAL AMPERES) JB	JUNCTION BOX JUNCTION BOX Kcmil	THOUSAND CIRCULAR MILLS THOUSAND CIRCULAR MILLS KV	KILOVOLTS KILOVOLTS KVA	KILO-VOLT-AMPERES KILO-VOLT-AMPERES KW	KILOWATTS KILOWATTS LV	LOW VOLTAGE LOW VOLTAGE MCB	MAIN CIRCUIT BREAKER MAIN CIRCUIT BREAKER MISC	MISCELLANEOUS MISCELLANEOUS MLO	MAIN LUGS ONLY MAIN LUGS ONLY NEC	NATIONAL ELECTRICAL CODE NATIONAL ELECTRICAL CODE NTS	NOT TO SCALE NOT TO SCALE OH	OVERHEAD OVERHEAD  	PHASE PHASE P	POLE POLE PNL	PANELBOARD PANELBOARD PRI	PRIMARY PRIMARY PVC	POLYVINYL CHLORIDE  POLYVINYL CHLORIDE  R	RECESSED RECESSED RL	RELOCATE EXISTING RELOCATE EXISTING RLA	RUNNING LOAD AMPERES RUNNING LOAD AMPERES RMS	ROOT MEAN SQUARE ROOT MEAN SQUARE S	SURFACE SURFACE SEC	SECONDARY SECONDARY S/N	SOLID NEUTRAL SOLID NEUTRAL TYP	TYPICAL TYPICAL UE	UNDERGROUND ELECTRIC UNDERGROUND ELECTRIC UG	UNDERGROUND UNDERGROUND UNO	UNLESS NOTED OTHERWISE UNLESS NOTED OTHERWISE V	VOLTS VOLTS VA	VOLT-AMPERE VOLT-AMPERE W	WIRE, WATTS WIRE, WATTS WP	WEATHERPROOF WEATHERPROOF Y	WYE CONNECTED WYE CONNECTED XFMR	TRANSFORMER TRANSFORMER XP	EXPLOSION-PROOF EXPLOSION-PROOF 1P	SINGLE POLE SINGLE POLE 2P	DOUBLE POLE DOUBLE POLE 3P	THREE POLE THREE POLE 4P	FOUR POLE FOUR POLE 

AutoCAD SHX Text
ELECTRICAL LEGEND

AutoCAD SHX Text
T

AutoCAD SHX Text
SERVICE TRANSFORMER

AutoCAD SHX Text
(NOT ALL USED)

AutoCAD SHX Text
ELECTRIC UTILITY POLE

AutoCAD SHX Text
ELECTRIC UTILITY METER

AutoCAD SHX Text
RV POWER CENTER

AutoCAD SHX Text
OIL-FILLED, PAD-MOUNTED MEDIUM-VOLTAGE TRANSFORMER SCHEDULE

AutoCAD SHX Text
ID

AutoCAD SHX Text
RATING

AutoCAD SHX Text
OIL TYPE

AutoCAD SHX Text
PRIMARY CIRCUIT

AutoCAD SHX Text
SECONDARY CIRCUIT

AutoCAD SHX Text
SERVES

AutoCAD SHX Text
PAD TYPE

AutoCAD SHX Text
REMARKS

AutoCAD SHX Text
KVA

AutoCAD SHX Text
PRIMARY VOLTS, PH

AutoCAD SHX Text
SECONDARY VOLTS, PH

AutoCAD SHX Text
T1

AutoCAD SHX Text
167

AutoCAD SHX Text
7200V SINGLE-PHASE LOOP FEED

AutoCAD SHX Text
120/240V, SINGLE-PHASE THREADED STUD PADMOUNT ADAPTER CONNECTORS

AutoCAD SHX Text
COOPER ENVIRONTEMP FR-3 FLUID

AutoCAD SHX Text
#1/0 SOLID ALUMINUM WITH CONCENTRIC COPPER WIRES DIRECT BURIED

AutoCAD SHX Text
6 SETS OF 3 #4/0 ALUMINUM DIRECT BURIED CABLES WITH 3-1/2"C RISERS

AutoCAD SHX Text
PANELS A1, A2 AND A3

AutoCAD SHX Text
NORDIC FIBERGLASS BOX PAD

AutoCAD SHX Text
COMPLY WITH LEWES BOARD OF PUBLIC WORKS' ELECTRIC UTILITY SPECIFICATION FOR DEVELOPERS, SECTION 700

AutoCAD SHX Text
T2

AutoCAD SHX Text
167

AutoCAD SHX Text
7200V SINGLE-PHASE LOOP FEED

AutoCAD SHX Text
120/240V, SINGLE-PHASE THREADED STUD PADMOUNT ADAPTER CONNECTORS

AutoCAD SHX Text
COOPER ENVIRONTEMP FR-3 FLUID

AutoCAD SHX Text
#1/0 SOLID ALUMINUM WITH CONCENTRIC COPPER WIRES DIRECT BURIED

AutoCAD SHX Text
6 SETS OF 3 #4/0 ALUMINUM DIRECT BURIED CABLES WITH 3-1/2"C RISERS

AutoCAD SHX Text
PANELS B1 AND B2

AutoCAD SHX Text
NORDIC FIBERGLASS BOX PAD

AutoCAD SHX Text
COMPLY WITH LEWES BOARD OF PUBLIC WORKS' ELECTRIC UTILITY SPECIFICATION FOR DEVELOPERS, SECTION 700

AutoCAD SHX Text
T3

AutoCAD SHX Text
167

AutoCAD SHX Text
7200V SINGLE-PHASE LOOP FEED

AutoCAD SHX Text
120/240V, SINGLE-PHASE THREADED STUD PADMOUNT ADAPTER CONNECTORS

AutoCAD SHX Text
COOPER ENVIRONTEMP FR-3 FLUID

AutoCAD SHX Text
#1/0 SOLID ALUMINUM WITH CONCENTRIC COPPER WIRES DIRECT BURIED

AutoCAD SHX Text
6 SETS OF 3 #4/0 ALUMINUM DIRECT BURIED CABLES WITH 3-1/2"C RISERS

AutoCAD SHX Text
PANELS B3 AND B4

AutoCAD SHX Text
NORDIC FIBERGLASS BOX PAD

AutoCAD SHX Text
COMPLY WITH LEWES BOARD OF PUBLIC WORKS' ELECTRIC UTILITY SPECIFICATION FOR DEVELOPERS, SECTION 700

AutoCAD SHX Text
T4

AutoCAD SHX Text
167

AutoCAD SHX Text
7200V SINGLE-PHASE LOOP FEED

AutoCAD SHX Text
120/240V, SINGLE-PHASE THREADED STUD PADMOUNT ADAPTER CONNECTORS

AutoCAD SHX Text
COOPER ENVIRONTEMP FR-3 FLUID

AutoCAD SHX Text
#1/0 SOLID ALUMINUM WITH CONCENTRIC COPPER WIRES DIRECT BURIED

AutoCAD SHX Text
6 SETS OF 3 #4/0 ALUMINUM DIRECT BURIED CABLES WITH 3-1/2"C RISERS

AutoCAD SHX Text
PANELS C1 AND C2

AutoCAD SHX Text
NORDIC FIBERGLASS BOX PAD

AutoCAD SHX Text
COMPLY WITH LEWES BOARD OF PUBLIC WORKS' ELECTRIC UTILITY SPECIFICATION FOR DEVELOPERS, SECTION 700

AutoCAD SHX Text
T5

AutoCAD SHX Text
167

AutoCAD SHX Text
7200V SINGLE-PHASE LOOP FEED

AutoCAD SHX Text
120/240V, SINGLE-PHASE THREADED STUD PADMOUNT ADAPTER CONNECTORS

AutoCAD SHX Text
COOPER ENVIRONTEMP FR-3 FLUID

AutoCAD SHX Text
#1/0 SOLID ALUMINUM WITH CONCENTRIC COPPER WIRES DIRECT BURIED

AutoCAD SHX Text
6 SETS OF 3 #4/0 ALUMINUM DIRECT BURIED CABLES WITH 3-1/2"C RISERS

AutoCAD SHX Text
PANELS D1, D2 AND D3

AutoCAD SHX Text
NORDIC FIBERGLASS BOX PAD

AutoCAD SHX Text
COMPLY WITH LEWES BOARD OF PUBLIC WORKS' ELECTRIC UTILITY SPECIFICATION FOR DEVELOPERS, SECTION 700

AutoCAD SHX Text
T6

AutoCAD SHX Text
167

AutoCAD SHX Text
7200V SINGLE-PHASE LOOP FEED

AutoCAD SHX Text
120/240V, SINGLE-PHASE THREADED STUD PADMOUNT ADAPTER CONNECTORS

AutoCAD SHX Text
COOPER ENVIRONTEMP FR-3 FLUID

AutoCAD SHX Text
#1/0 SOLID ALUMINUM WITH CONCENTRIC COPPER WIRES DIRECT BURIED

AutoCAD SHX Text
6 SETS OF 3 #4/0 ALUMINUM DIRECT BURIED CABLES WITH 3-1/2"C RISERS

AutoCAD SHX Text
PANELS E1, E2 AND E3

AutoCAD SHX Text
NORDIC FIBERGLASS BOX PAD

AutoCAD SHX Text
COMPLY WITH LEWES BOARD OF PUBLIC WORKS' ELECTRIC UTILITY SPECIFICATION FOR DEVELOPERS, SECTION 700

AutoCAD SHX Text
T7

AutoCAD SHX Text
100

AutoCAD SHX Text
7200V SINGLE-PHASE LOOP FEED

AutoCAD SHX Text
120/240V, SINGLE-PHASE THREADED STUD PADMOUNT ADAPTER CONNECTORS

AutoCAD SHX Text
COOPER ENVIRONTEMP FR-3 FLUID

AutoCAD SHX Text
#1/0 SOLID ALUMINUM WITH CONCENTRIC COPPER WIRES DIRECT BURIED

AutoCAD SHX Text
PROVIDE PADMOUNT ADDAPTER CONNECTORS. REUSE EXISTING CABIN'S SERVICE WIRES. PROVIDE 3#3/O IN 2" CONDUIT FOR BATH HOUSE. PROVIDE ADDITIONAL CONDUITS TO EXTEND TO NEW TRANSFORMER.

AutoCAD SHX Text
EXISTING BATH HOUSE AND CABINS

AutoCAD SHX Text
NORDIC FIBERGLASS BOX PAD

AutoCAD SHX Text
COMPLY WITH LEWES BOARD OF PUBLIC WORKS' ELECTRIC UTILITY SPECIFICATION FOR DEVELOPERS, SECTION 700

AutoCAD SHX Text
T8

AutoCAD SHX Text
167

AutoCAD SHX Text
7200V SINGLE-PHASE LOOP FEED

AutoCAD SHX Text
120/240V, SINGLE-PHASE THREADED STUD PADMOUNT ADAPTER CONNECTORS

AutoCAD SHX Text
COOPER ENVIRONTEMP FR-3 FLUID

AutoCAD SHX Text
#1/0 SOLID ALUMINUM WITH CONCENTRIC COPPER WIRES DIRECT BURIED

AutoCAD SHX Text
6 SETS OF 3 #4/0 ALUMINUM DIRECT BURIED CABLES WITH 3-1/2"C RISERS

AutoCAD SHX Text
PANELS F1 AND F2

AutoCAD SHX Text
NORDIC FIBERGLASS BOX PAD

AutoCAD SHX Text
COMPLY WITH LEWES BOARD OF PUBLIC WORKS' ELECTRIC UTILITY SPECIFICATION FOR DEVELOPERS, SECTION 700

AutoCAD SHX Text
T9

AutoCAD SHX Text
167

AutoCAD SHX Text
7200V SINGLE-PHASE LOOP FEED

AutoCAD SHX Text
120/240V, SINGLE-PHASE THREADED STUD PADMOUNT ADAPTER CONNECTORS

AutoCAD SHX Text
COOPER ENVIRONTEMP FR-3 FLUID

AutoCAD SHX Text
#1/0 SOLID ALUMINUM WITH CONCENTRIC COPPER WIRES DIRECT BURIED

AutoCAD SHX Text
6 SETS OF 3 #4/0 ALUMINUM DIRECT BURIED CABLES WITH 3-1/2"C RISERS

AutoCAD SHX Text
PANELS B4 AND C4

AutoCAD SHX Text
NORDIC FIBERGLASS BOX PAD

AutoCAD SHX Text
COMPLY WITH LEWES BOARD OF PUBLIC WORKS' ELECTRIC UTILITY SPECIFICATION FOR DEVELOPERS, SECTION 700

AutoCAD SHX Text
OVERHEAD ELECTRIC

AutoCAD SHX Text
OH

AutoCAD SHX Text
UNDERGROUND ELECTRIC

AutoCAD SHX Text
E

AutoCAD SHX Text
UNDERGROUND PRIMARY ELECTRIC (MEDIUM-VOLTAGE)

AutoCAD SHX Text
PE

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

whoey
Typewritten Text
7/11/16	      REV 2 REVISED SCHEDULE & NOTES	WJH

whoey
Typewritten Text



CAMPGROUND ROAD E

CAMPGROUND ROAD F

CAMPGROUND ROAD G (GRAVEL ROAD)

CAMPGROUND ROAD D

CAMPGROUND ROAD C

CAMPGROUND ROAD B

CAMPGROUND ROAD A

IGLOO ROAD

WEST LOOP ROAD

CABIN CIRCLE

GRAVEL ROAD

GRAVEL ROAD

CA
M

PG
RO

UN
D 

RO
AD

T

T

T

E

E

E

E

DESIGNED BY:

DRAWN BY:

DATE:

SCALE:

CHECKED BY:

SHEET NO.:

RE
VI

SI
ON

S:

CONTRACT NO.:

SLR

1" = 40'

CIVIL ENGINEER:

E N G I N E E R I N G
CENTURY

SEAL:

CA
M

PG
RO

UN
D 

IM
PR

OV
EM

EN
TS

DLD

WJH

CA
PE

 H
EN

LO
PE

N 
ST

AT
E 

PA
RK

CEI NO.:    125002.15

JUNE 28, 2016

40'40'

SCALE IN FEET

0

GENERAL NOTES
SDT

SDT

SGH

1"=40'

EL
EC

TR
IC

AL
 D

EM
OL

IT
IO

N 
SI

TE
 P

LA
N

E2.1

REPLACE E2.1 WITH
THIS NEW SHEET

AutoCAD SHX Text
41.21

AutoCAD SHX Text
9001

AutoCAD SHX Text
9009

AutoCAD SHX Text
34.81

AutoCAD SHX Text
EXISTING SHOWER/ BATHHOUSE

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
6

AutoCAD SHX Text
P

AutoCAD SHX Text
HB

AutoCAD SHX Text
EXISTING BLDG

AutoCAD SHX Text
EXISTING BLDG

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
TRANSFORMER TO REMAIN

AutoCAD SHX Text
CUT BPW POLE 77581-09756 ABOVE METER

AutoCAD SHX Text
BATH HOUSE METER #55539872 TO REMAIN

AutoCAD SHX Text
BATH HOUSE METER #89163504 AND 2 METER BASES. REMOVE 1 METER, ASSOCIATED WIRING AND CONDUIT. REPLACE 1 METER BASE AND WIRING WITH 400A. SEE E3.1.

AutoCAD SHX Text
REMOVE EXISTING TRANSFORMER, LINE SIDE WIRING, CONDUIT, AND CUT BPW POLE ABOVE METER

AutoCAD SHX Text
COORDINATE WITH BPW TO REMOVE BPW POLE #77633-09741

AutoCAD SHX Text
COORDINATE WITH BPW TO REMOVE OVERHEAD PRIMARY LINE

AutoCAD SHX Text
OVERHEAD PRIMARY LINE TO BE UPGRADED BY BPW TO NEW POLE SHOWN ON DRAWING E2-2

AutoCAD SHX Text
COORDINATE WITH BPW TO REMOVE OVERHEAD PRIMARY LINE

AutoCAD SHX Text
COORDINATE WITH BPW TO REMOVE BPW POLE

AutoCAD SHX Text
BATH HOUSE METER #55539720 TO REMAIN

AutoCAD SHX Text
EXISTING METER #89163489 TO REMAIN

AutoCAD SHX Text
TRANSFORMER #77601-09946 TO REMAIN

AutoCAD SHX Text
METER #55539721 TO REMAIN

AutoCAD SHX Text
TRANSFORMER TO REMAIN

AutoCAD SHX Text
REMOVE HOST SITE 2 RV POWER POST. REMOVE WIRING AND CONDUIT. RETAIN CB A IN LOAD CENTER FOR REUSE.

AutoCAD SHX Text
REMOVE HOST SITE 3 RV POWER POST. REMOVE WIRING AND CONDUIT. RETAIN CB B IN LOAD CENTER FOR REUSE.

AutoCAD SHX Text
REMOVE HOST SITE 4 RV POWER POST. REMOVE WIRING AND CONDUIT. RETAIN CB C IN LOAD CENTER FOR REUSE.

AutoCAD SHX Text
BPW POLE #77633-09557 TO REMAIN

AutoCAD SHX Text
METER #55539727 AND LOAD CENTER TO REMAIN. CIRCUITS A, B, AND C FEEDING HOST SITES 2, 3, AND 4.

AutoCAD SHX Text
BATH HOUSE METER #17417125 AND 2 METER BASES. REMOVE 1 METER BASE, ASSOCIATED WIRING AND CONDUIT. SEE E3.1.

AutoCAD SHX Text
BPW POLE #77670-09532 TO REMAIN

AutoCAD SHX Text
BATH HOUSE

AutoCAD SHX Text
BATH HOUSE

AutoCAD SHX Text
UNDERGROUND RUN TO REMAIN

AutoCAD SHX Text
BATH HOUSE

AutoCAD SHX Text
EXISTING METER AND PANEL TO REMAIN

AutoCAD SHX Text
COORDINATE WITH BPW TO REMOVE OVERHEAD PRIMARY LINE

AutoCAD SHX Text
RETAIN UNDERGROUND RUN TO ALLOW FOR RECONNECTION TO NEW PAD MOUNTED TRANSFORMER

AutoCAD SHX Text
APPROXIMATE LOCATION OF UNDERGROUND SERVICE CONDUIT. REMOVE WIRING. ABANDON UNDERGROUND CONDUIT AND CAP BOTH ENDS.

AutoCAD SHX Text
O

AutoCAD SHX Text
U

AutoCAD SHX Text
L

AutoCAD SHX Text
E

AutoCAD SHX Text
A

AutoCAD SHX Text
N

AutoCAD SHX Text
D

AutoCAD SHX Text
N

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
V

AutoCAD SHX Text
I

AutoCAD SHX Text
R

AutoCAD SHX Text
O

AutoCAD SHX Text
N

AutoCAD SHX Text
M

AutoCAD SHX Text
E

AutoCAD SHX Text
N

AutoCAD SHX Text
T

AutoCAD SHX Text
A

AutoCAD SHX Text
L

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
W

AutoCAD SHX Text
A

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
T

AutoCAD SHX Text
N

AutoCAD SHX Text
E

AutoCAD SHX Text
M

AutoCAD SHX Text
T

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
P

AutoCAD SHX Text
E

AutoCAD SHX Text
O

AutoCAD SHX Text
F

AutoCAD SHX Text
N

AutoCAD SHX Text
A

AutoCAD SHX Text
T

AutoCAD SHX Text
E

AutoCAD SHX Text
C

AutoCAD SHX Text
N

AutoCAD SHX Text
T

AutoCAD SHX Text
R

AutoCAD SHX Text
O

AutoCAD SHX Text
L

AutoCAD SHX Text
S

AutoCAD SHX Text
R

AutoCAD SHX Text
U

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
L

AutoCAD SHX Text
R

AutoCAD SHX Text
E

AutoCAD SHX Text
S

AutoCAD SHX Text
O

AutoCAD SHX Text
4134 N. DUPONT HWY.

AutoCAD SHX Text
DOVER, DELAWARE 19901

AutoCAD SHX Text
CONSULTING ENGINEERS, SURVEYORS

AutoCAD SHX Text
DATE:

AutoCAD SHX Text
DESCRIPTION:

AutoCAD SHX Text
BY:

AutoCAD SHX Text
G:\PROJECTS\125002.OE (DNREC Civil Engineering Services - 2012)\125002.15 (Cape Campground Improvements)\NewCumberlandUse\NC CADD\Plan sheets\E2.1 ELECTRICAL DEMOLITION SITE PLAN.dwg, 7/8/2016 3:23 PM, 7/8/2016 3:23 PM7/8/2016 3:23 PM

AutoCAD SHX Text
1.	ALL WORK SHALL BE ADHERED STATE PARK'S RULES. REFER TO ALL WORK SHALL BE ADHERED STATE PARK'S RULES. REFER TO  WORK SHALL BE ADHERED STATE PARK'S RULES. REFER TO WORK SHALL BE ADHERED STATE PARK'S RULES. REFER TO  SHALL BE ADHERED STATE PARK'S RULES. REFER TO SHALL BE ADHERED STATE PARK'S RULES. REFER TO  BE ADHERED STATE PARK'S RULES. REFER TO BE ADHERED STATE PARK'S RULES. REFER TO  ADHERED STATE PARK'S RULES. REFER TO ADHERED STATE PARK'S RULES. REFER TO  STATE PARK'S RULES. REFER TO STATE PARK'S RULES. REFER TO  PARK'S RULES. REFER TO PARK'S RULES. REFER TO  RULES. REFER TO RULES. REFER TO  REFER TO REFER TO  TO TO EARTH MOVING SPECIFICATION SECTION FOR TREE PROTECTION  MOVING SPECIFICATION SECTION FOR TREE PROTECTION MOVING SPECIFICATION SECTION FOR TREE PROTECTION  SPECIFICATION SECTION FOR TREE PROTECTION SPECIFICATION SECTION FOR TREE PROTECTION  SECTION FOR TREE PROTECTION SECTION FOR TREE PROTECTION  FOR TREE PROTECTION FOR TREE PROTECTION  TREE PROTECTION TREE PROTECTION  PROTECTION PROTECTION REQUIREMENTS. 2.	REMOVE LABELS ON EXISTING METERS FOR BATH HOUSES. REMOVE LABELS ON EXISTING METERS FOR BATH HOUSES.  LABELS ON EXISTING METERS FOR BATH HOUSES. LABELS ON EXISTING METERS FOR BATH HOUSES.  ON EXISTING METERS FOR BATH HOUSES. ON EXISTING METERS FOR BATH HOUSES.  EXISTING METERS FOR BATH HOUSES. EXISTING METERS FOR BATH HOUSES.  METERS FOR BATH HOUSES. METERS FOR BATH HOUSES.  FOR BATH HOUSES. FOR BATH HOUSES.  BATH HOUSES. BATH HOUSES.  HOUSES. HOUSES. RE-LABEL EACH BATH HOUSE METER TO BUILDING NAME THAT  EACH BATH HOUSE METER TO BUILDING NAME THAT EACH BATH HOUSE METER TO BUILDING NAME THAT  BATH HOUSE METER TO BUILDING NAME THAT BATH HOUSE METER TO BUILDING NAME THAT  HOUSE METER TO BUILDING NAME THAT HOUSE METER TO BUILDING NAME THAT  METER TO BUILDING NAME THAT METER TO BUILDING NAME THAT  TO BUILDING NAME THAT TO BUILDING NAME THAT  BUILDING NAME THAT BUILDING NAME THAT  NAME THAT NAME THAT  THAT THAT IT IS SERVED. 3.	COORDINATE ELECTRIC SERVICE WORK WITH LEWES BOARD OF COORDINATE ELECTRIC SERVICE WORK WITH LEWES BOARD OF  ELECTRIC SERVICE WORK WITH LEWES BOARD OF ELECTRIC SERVICE WORK WITH LEWES BOARD OF  SERVICE WORK WITH LEWES BOARD OF SERVICE WORK WITH LEWES BOARD OF  WORK WITH LEWES BOARD OF WORK WITH LEWES BOARD OF  WITH LEWES BOARD OF WITH LEWES BOARD OF  LEWES BOARD OF LEWES BOARD OF  BOARD OF BOARD OF  OF OF PUBLIC WORKS. CONTACT BOB BARNES AT 302-462-0269.

AutoCAD SHX Text
2

whoey
Typewritten Text
7/11/16	  	REV. 2 - NEW SHEET E2.1  		WJH

whoey
Typewritten Text

whoey
Typewritten Text



CAMPGROUND ROAD E

CAMPGROUND ROAD F

CAMPGROUND ROAD G (GRAVEL ROAD)

CAMPGROUND ROAD D

CAMPGROUND ROAD C

CAMPGROUND ROAD B

CAMPGROUND ROAD A

IGLOO ROAD

WEST LOOP ROAD

CABIN CIRCLE

GRAVEL ROAD

GRAVEL ROAD

CA
M

PG
RO

UN
D 

RO
AD

W
EST LOOP ROAD

EA
ST

 L
OO

P 
RO

AD

H

O

S

T

H

O

S

T

H

O

S

T

H

O

S

T

A

D

A

A

D

A

A

D

A

A

D

A

A

D

A

A

D

A

A

D

A

A

D

A

T

T

T

T

T

T

T

E

E

E

E

E

E

E

E

E

E

T

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

T

T

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

E

T

T

E

E

E

E

E

E

E

E

E

E

15KV

E

E

E

E

E

E

E

E

E

E

E

E

DESIGNED BY:

DRAWN BY:

DATE:

SCALE:

CHECKED BY:

SHEET NO.:

RE
VI

SI
ON

S:

CONTRACT NO.:

SLR

1" = 40'

CIVIL ENGINEER:

E N G I N E E R I N G
CENTURY

SEAL:

CA
M

PG
RO

UN
D 

IM
PR

OV
EM

EN
TS

DLD

WJH

CA
PE

 H
EN

LO
PE

N 
ST

AT
E 

PA
RK

CEI NO.:    125002.15

JUNE 28, 2016

40'40'

SCALE IN FEET

0

GENERAL NOTES

SDT

SDT

SGH

1"=40'

EL
EC

TR
IC

AL
 S

IT
E 

PL
AN

E2.2
REFERENCED NOTES:

REPLACE E2.2 WITH
THIS NEW SHEET

AutoCAD SHX Text
41.21

AutoCAD SHX Text
9001

AutoCAD SHX Text
9009

AutoCAD SHX Text
34.81

AutoCAD SHX Text
EXISTING SHOWER/ BATHHOUSE

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
6

AutoCAD SHX Text
P

AutoCAD SHX Text
HB

AutoCAD SHX Text
EXISTING BLDG

AutoCAD SHX Text
EXISTING BLDG

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
EX. CABIN

AutoCAD SHX Text
41.21

AutoCAD SHX Text
9001

AutoCAD SHX Text
9009

AutoCAD SHX Text
34.81

AutoCAD SHX Text
co

AutoCAD SHX Text
HB

AutoCAD SHX Text
HB

AutoCAD SHX Text
HB

AutoCAD SHX Text
HB

AutoCAD SHX Text
SAN

AutoCAD SHX Text
HB

AutoCAD SHX Text
SAN

AutoCAD SHX Text
SAN

AutoCAD SHX Text
REFEED EXISTING TRANSFORMER WITH UNDERGROUND PRIMARY LOOP

AutoCAD SHX Text
EXISTING BATH HOUSE METER

AutoCAD SHX Text
REPLACE EXISTING BLANK METER WITH 400A, ASSOCIATED WIRING AND CONDUIT TO INSIDE EXISTING BUILDING. (SEE E3.1). ONCE ENERGIZED, REMOVE EXISTING METER #89163504, BASE, ASSOCIATED WIRING AND CONDUIT RISERS.

AutoCAD SHX Text
NEW FUSE CUTOUTS BY LEWES BPW. POLE PROVIDED BY OWNER.

AutoCAD SHX Text
 TRANSFORMER T7

AutoCAD SHX Text
DISTRIBUTION CENTER A1 PANEL A1 PANEL SIDE (TYP.)

AutoCAD SHX Text
TRANSFORMER T1

AutoCAD SHX Text
TRANSFORMER T2

AutoCAD SHX Text
TRANSFORMER T3

AutoCAD SHX Text
TRANSFORMER T4

AutoCAD SHX Text
TRANSFORMER T5

AutoCAD SHX Text
TRANSFORMER T6

AutoCAD SHX Text
DISTRIBUTION CENTER A2 PANELS A2 AND A3

AutoCAD SHX Text
DISTRIBUTION CENTER B1 PANELS B1 AND B2

AutoCAD SHX Text
DISTRIBUTION CENTER B2 PANELS B3 AND B4

AutoCAD SHX Text
DISTRIBUTION CENTER C1 PANELS C1 AND C2

AutoCAD SHX Text
DISTRIBUTION CENTER D1 PANELS D1 AND D2

AutoCAD SHX Text
DISTRIBUTION CENTER E2 PANEL E3

AutoCAD SHX Text
DISTRIBUTION CENTER D2 PANEL D3

AutoCAD SHX Text
15KV, #1/0 SOLID AL WITH CONCENTRIC CU WIRES (TYP.)

AutoCAD SHX Text
METER SIDE (TYP.)

AutoCAD SHX Text
RV POWER POST. SEE DETAIL ON E7.1 (TYP.)

AutoCAD SHX Text
UNO, (2)SETS OF (3)#2,#4G IN 2"C. FOR EVERY (2) POWER POSTS (TYP.)

AutoCAD SHX Text
(2) SETS OF (3)#4/0 AL DIRECT BURIED WITH 3-1/2"C RISERS PER METER. (TYP.)

AutoCAD SHX Text
EXISTING TRANSFORMER

AutoCAD SHX Text
REFEED EXISTING METER #55539720 FROM T7. 

AutoCAD SHX Text
REFEED EXISTING RUN FROM T9  REUSE EXISTING WIRES AND CONDUIT

AutoCAD SHX Text
EXISTING BPW POLE #77633-09557

AutoCAD SHX Text
EXISTING METER #55539727 AND LOAD CENTER SEE E3.1

AutoCAD SHX Text
DISTRIBUTION CENTER C2 EXISTING METER #17417125 PROVIDE 1 METER IN EXISTING METER BASE. PROVIDE 2X12 TREATED LUMBER ON BACK OF STAND. INSTALL PANEL C3.

AutoCAD SHX Text
EXISTING BPW POLE #77670-09532

AutoCAD SHX Text
REFEED EXISTING METER #89163489 FROM T9

AutoCAD SHX Text
REFEED EXISTING METER FROM T9

AutoCAD SHX Text
EXISTING TRANSFORMER #77601-09946

AutoCAD SHX Text
EXISTING METER #55539721

AutoCAD SHX Text
DISTRIBUTION CENTER E1 PANELS E1 AND E2

AutoCAD SHX Text
NEW OVERHEAD LINE BY LEWES BPW

AutoCAD SHX Text
15KV, #1/0 SOLID AL WITH CONCENTRIC CU WIRES FROM TRANSFORMER T1 UP TO POLE HEIGHT + 20' SLACK.

AutoCAD SHX Text
HH

AutoCAD SHX Text
HH

AutoCAD SHX Text
HH

AutoCAD SHX Text
TRANSFORMER T8

AutoCAD SHX Text
TRANSFORMER T9

AutoCAD SHX Text
DISTRIBUTION CENTER F1 PANEL F1

AutoCAD SHX Text
DISTRIBUTION CENTER F2 PANEL F2

AutoCAD SHX Text
DISTRIBUTION CENTER C3 PANEL C4

AutoCAD SHX Text
DISTRIBUTION CENTER B3 PANEL B4

AutoCAD SHX Text
EXISTING BPW OVERHEAD LINE

AutoCAD SHX Text
COORDINATE WITH BPW FOR PRIMARY CABLE CONNECTION TO POLE/TRANSFORMER

AutoCAD SHX Text
(3)#600KCMIL IN 3-1/2"C.

AutoCAD SHX Text
ABANDONED CONDUIT

AutoCAD SHX Text
HH 11"Wx18"L (TYP.)

AutoCAD SHX Text
HH

AutoCAD SHX Text
HH

AutoCAD SHX Text
HH

AutoCAD SHX Text
HH

AutoCAD SHX Text
HH

AutoCAD SHX Text
HH

AutoCAD SHX Text
HH

AutoCAD SHX Text
O

AutoCAD SHX Text
U

AutoCAD SHX Text
L

AutoCAD SHX Text
E

AutoCAD SHX Text
A

AutoCAD SHX Text
N

AutoCAD SHX Text
D

AutoCAD SHX Text
N

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
V

AutoCAD SHX Text
I

AutoCAD SHX Text
R

AutoCAD SHX Text
O

AutoCAD SHX Text
N

AutoCAD SHX Text
M

AutoCAD SHX Text
E

AutoCAD SHX Text
N

AutoCAD SHX Text
T

AutoCAD SHX Text
A

AutoCAD SHX Text
L

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
W

AutoCAD SHX Text
A

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
T

AutoCAD SHX Text
N

AutoCAD SHX Text
E

AutoCAD SHX Text
M

AutoCAD SHX Text
T

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
P

AutoCAD SHX Text
E

AutoCAD SHX Text
O

AutoCAD SHX Text
F

AutoCAD SHX Text
N

AutoCAD SHX Text
A

AutoCAD SHX Text
T

AutoCAD SHX Text
E

AutoCAD SHX Text
C

AutoCAD SHX Text
N

AutoCAD SHX Text
T

AutoCAD SHX Text
R

AutoCAD SHX Text
O

AutoCAD SHX Text
L

AutoCAD SHX Text
S

AutoCAD SHX Text
R

AutoCAD SHX Text
U

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
L

AutoCAD SHX Text
R

AutoCAD SHX Text
E

AutoCAD SHX Text
S

AutoCAD SHX Text
O

AutoCAD SHX Text
4134 N. DUPONT HWY.

AutoCAD SHX Text
DOVER, DELAWARE 19901

AutoCAD SHX Text
CONSULTING ENGINEERS, SURVEYORS

AutoCAD SHX Text
DATE:

AutoCAD SHX Text
DESCRIPTION:

AutoCAD SHX Text
BY:

AutoCAD SHX Text
G:\PROJECTS\125002.OE (DNREC Civil Engineering Services - 2012)\125002.15 (Cape Campground Improvements)\NewCumberlandUse\NC CADD\Plan sheets\E2.2 ELECTRICAL SITE PLAN.dwg, 7/8/2016 3:23 PM, 7/8/2016 3:23 PM7/8/2016 3:23 PM

AutoCAD SHX Text
1.	UTILITY RELATED WORK SHALL BE PROVIDED IN ACCORDANCE UTILITY RELATED WORK SHALL BE PROVIDED IN ACCORDANCE  RELATED WORK SHALL BE PROVIDED IN ACCORDANCE RELATED WORK SHALL BE PROVIDED IN ACCORDANCE  WORK SHALL BE PROVIDED IN ACCORDANCE WORK SHALL BE PROVIDED IN ACCORDANCE  SHALL BE PROVIDED IN ACCORDANCE SHALL BE PROVIDED IN ACCORDANCE  BE PROVIDED IN ACCORDANCE BE PROVIDED IN ACCORDANCE  PROVIDED IN ACCORDANCE PROVIDED IN ACCORDANCE  IN ACCORDANCE IN ACCORDANCE  ACCORDANCE ACCORDANCE WITH LEWES BOARD OF PUBLIC WORKS - ELECTRICAL UTILITY  LEWES BOARD OF PUBLIC WORKS - ELECTRICAL UTILITY LEWES BOARD OF PUBLIC WORKS - ELECTRICAL UTILITY  BOARD OF PUBLIC WORKS - ELECTRICAL UTILITY BOARD OF PUBLIC WORKS - ELECTRICAL UTILITY  OF PUBLIC WORKS - ELECTRICAL UTILITY OF PUBLIC WORKS - ELECTRICAL UTILITY  PUBLIC WORKS - ELECTRICAL UTILITY PUBLIC WORKS - ELECTRICAL UTILITY  WORKS - ELECTRICAL UTILITY WORKS - ELECTRICAL UTILITY  - ELECTRICAL UTILITY - ELECTRICAL UTILITY  ELECTRICAL UTILITY ELECTRICAL UTILITY  UTILITY UTILITY SPECIFICATION FOR DEVELOPERS. CONTACT BOB BARNES AT  FOR DEVELOPERS. CONTACT BOB BARNES AT FOR DEVELOPERS. CONTACT BOB BARNES AT  DEVELOPERS. CONTACT BOB BARNES AT DEVELOPERS. CONTACT BOB BARNES AT  CONTACT BOB BARNES AT CONTACT BOB BARNES AT  BOB BARNES AT BOB BARNES AT  BARNES AT BARNES AT  AT AT 302-462-0269. 2.	GROUNDING AND BONDING SHALL BE IN ACCORDANCE WITH THE GROUNDING AND BONDING SHALL BE IN ACCORDANCE WITH THE  AND BONDING SHALL BE IN ACCORDANCE WITH THE AND BONDING SHALL BE IN ACCORDANCE WITH THE  BONDING SHALL BE IN ACCORDANCE WITH THE BONDING SHALL BE IN ACCORDANCE WITH THE  SHALL BE IN ACCORDANCE WITH THE SHALL BE IN ACCORDANCE WITH THE  BE IN ACCORDANCE WITH THE BE IN ACCORDANCE WITH THE  IN ACCORDANCE WITH THE IN ACCORDANCE WITH THE  ACCORDANCE WITH THE ACCORDANCE WITH THE  WITH THE WITH THE  THE THE NATIONAL ELECTRICAL CODE. 3.	ALL WORK SHALL BE ADHERED STATE PARK'S RULES. NO TREE ALL WORK SHALL BE ADHERED STATE PARK'S RULES. NO TREE  WORK SHALL BE ADHERED STATE PARK'S RULES. NO TREE WORK SHALL BE ADHERED STATE PARK'S RULES. NO TREE  SHALL BE ADHERED STATE PARK'S RULES. NO TREE SHALL BE ADHERED STATE PARK'S RULES. NO TREE  BE ADHERED STATE PARK'S RULES. NO TREE BE ADHERED STATE PARK'S RULES. NO TREE  ADHERED STATE PARK'S RULES. NO TREE ADHERED STATE PARK'S RULES. NO TREE  STATE PARK'S RULES. NO TREE STATE PARK'S RULES. NO TREE  PARK'S RULES. NO TREE PARK'S RULES. NO TREE  RULES. NO TREE RULES. NO TREE  NO TREE NO TREE  TREE TREE REMOVAL SHALL BE ALLOWED. ROUTE UNDERGROUND RUNS TO  SHALL BE ALLOWED. ROUTE UNDERGROUND RUNS TO SHALL BE ALLOWED. ROUTE UNDERGROUND RUNS TO  BE ALLOWED. ROUTE UNDERGROUND RUNS TO BE ALLOWED. ROUTE UNDERGROUND RUNS TO  ALLOWED. ROUTE UNDERGROUND RUNS TO ALLOWED. ROUTE UNDERGROUND RUNS TO  ROUTE UNDERGROUND RUNS TO ROUTE UNDERGROUND RUNS TO  UNDERGROUND RUNS TO UNDERGROUND RUNS TO  RUNS TO RUNS TO  TO TO AVOID TREES. REFER TO EARTH MOVING SPECIFICATION SECTION  TREES. REFER TO EARTH MOVING SPECIFICATION SECTION TREES. REFER TO EARTH MOVING SPECIFICATION SECTION  REFER TO EARTH MOVING SPECIFICATION SECTION REFER TO EARTH MOVING SPECIFICATION SECTION  TO EARTH MOVING SPECIFICATION SECTION TO EARTH MOVING SPECIFICATION SECTION  EARTH MOVING SPECIFICATION SECTION EARTH MOVING SPECIFICATION SECTION  MOVING SPECIFICATION SECTION MOVING SPECIFICATION SECTION  SPECIFICATION SECTION SPECIFICATION SECTION  SECTION SECTION FOR EXCAVATION, TRENCHING, AND TREE PROTECTION  EXCAVATION, TRENCHING, AND TREE PROTECTION EXCAVATION, TRENCHING, AND TREE PROTECTION  TRENCHING, AND TREE PROTECTION TRENCHING, AND TREE PROTECTION  AND TREE PROTECTION AND TREE PROTECTION  TREE PROTECTION TREE PROTECTION  PROTECTION PROTECTION REQUIREMENTS. 4.	RUN UNDERGROUND CONDUITS WITH LONG SWEEPS AND PULL RUN UNDERGROUND CONDUITS WITH LONG SWEEPS AND PULL  UNDERGROUND CONDUITS WITH LONG SWEEPS AND PULL UNDERGROUND CONDUITS WITH LONG SWEEPS AND PULL  CONDUITS WITH LONG SWEEPS AND PULL CONDUITS WITH LONG SWEEPS AND PULL  WITH LONG SWEEPS AND PULL WITH LONG SWEEPS AND PULL  LONG SWEEPS AND PULL LONG SWEEPS AND PULL  SWEEPS AND PULL SWEEPS AND PULL  AND PULL AND PULL  PULL PULL WIRES BETWEEN CONDUIT RUNS AS MUCH AS POSSIBLE TO  BETWEEN CONDUIT RUNS AS MUCH AS POSSIBLE TO BETWEEN CONDUIT RUNS AS MUCH AS POSSIBLE TO  CONDUIT RUNS AS MUCH AS POSSIBLE TO CONDUIT RUNS AS MUCH AS POSSIBLE TO  RUNS AS MUCH AS POSSIBLE TO RUNS AS MUCH AS POSSIBLE TO  AS MUCH AS POSSIBLE TO AS MUCH AS POSSIBLE TO  MUCH AS POSSIBLE TO MUCH AS POSSIBLE TO  AS POSSIBLE TO AS POSSIBLE TO  POSSIBLE TO POSSIBLE TO  TO TO MINIMIZE THE USE OF HANDHOLES. PROVIDE ADDITIONAL  THE USE OF HANDHOLES. PROVIDE ADDITIONAL THE USE OF HANDHOLES. PROVIDE ADDITIONAL  USE OF HANDHOLES. PROVIDE ADDITIONAL USE OF HANDHOLES. PROVIDE ADDITIONAL  OF HANDHOLES. PROVIDE ADDITIONAL OF HANDHOLES. PROVIDE ADDITIONAL  HANDHOLES. PROVIDE ADDITIONAL HANDHOLES. PROVIDE ADDITIONAL  PROVIDE ADDITIONAL PROVIDE ADDITIONAL  ADDITIONAL ADDITIONAL HANDHOLES AS REQUIRED FOR RUNS LONGER THAN 300 FEET.  AS REQUIRED FOR RUNS LONGER THAN 300 FEET. AS REQUIRED FOR RUNS LONGER THAN 300 FEET.  REQUIRED FOR RUNS LONGER THAN 300 FEET. REQUIRED FOR RUNS LONGER THAN 300 FEET.  FOR RUNS LONGER THAN 300 FEET. FOR RUNS LONGER THAN 300 FEET.  RUNS LONGER THAN 300 FEET. RUNS LONGER THAN 300 FEET.  LONGER THAN 300 FEET. LONGER THAN 300 FEET.  THAN 300 FEET. THAN 300 FEET.  300 FEET. 300 FEET.  FEET. FEET. MAKE FIELD ADJUSTMENTS TO HANDHOLE'S LOCATIONS AS  FIELD ADJUSTMENTS TO HANDHOLE'S LOCATIONS AS FIELD ADJUSTMENTS TO HANDHOLE'S LOCATIONS AS  ADJUSTMENTS TO HANDHOLE'S LOCATIONS AS ADJUSTMENTS TO HANDHOLE'S LOCATIONS AS  TO HANDHOLE'S LOCATIONS AS TO HANDHOLE'S LOCATIONS AS  HANDHOLE'S LOCATIONS AS HANDHOLE'S LOCATIONS AS  LOCATIONS AS LOCATIONS AS  AS AS REQUIRED. PROVIDE CONDUITS UNDER ROADWAYS FOR DIRECT  PROVIDE CONDUITS UNDER ROADWAYS FOR DIRECT PROVIDE CONDUITS UNDER ROADWAYS FOR DIRECT  CONDUITS UNDER ROADWAYS FOR DIRECT CONDUITS UNDER ROADWAYS FOR DIRECT  UNDER ROADWAYS FOR DIRECT UNDER ROADWAYS FOR DIRECT  ROADWAYS FOR DIRECT ROADWAYS FOR DIRECT  FOR DIRECT FOR DIRECT  DIRECT DIRECT BURIED WIRING. SIZE CONDUITS TO MEET NEC.  5.	COORDINATE WITH SITE CONDITIONS AND MAKE NECESSARY FIELD COORDINATE WITH SITE CONDITIONS AND MAKE NECESSARY FIELD  WITH SITE CONDITIONS AND MAKE NECESSARY FIELD WITH SITE CONDITIONS AND MAKE NECESSARY FIELD  SITE CONDITIONS AND MAKE NECESSARY FIELD SITE CONDITIONS AND MAKE NECESSARY FIELD  CONDITIONS AND MAKE NECESSARY FIELD CONDITIONS AND MAKE NECESSARY FIELD  AND MAKE NECESSARY FIELD AND MAKE NECESSARY FIELD  MAKE NECESSARY FIELD MAKE NECESSARY FIELD  NECESSARY FIELD NECESSARY FIELD  FIELD FIELD ADJUSTMENTS TO EQUIPMENT'S LOCATIONS TO MAINTAIN PROPER  TO EQUIPMENT'S LOCATIONS TO MAINTAIN PROPER TO EQUIPMENT'S LOCATIONS TO MAINTAIN PROPER  EQUIPMENT'S LOCATIONS TO MAINTAIN PROPER EQUIPMENT'S LOCATIONS TO MAINTAIN PROPER  LOCATIONS TO MAINTAIN PROPER LOCATIONS TO MAINTAIN PROPER  TO MAINTAIN PROPER TO MAINTAIN PROPER  MAINTAIN PROPER MAINTAIN PROPER  PROPER PROPER CLEARANCES. 6.	SEE E1.1 FOR TRANSFORMER SCHEDULE. SEE E1.1 FOR TRANSFORMER SCHEDULE. 7.	SEE E3.1 FOR FEEDER REQUIREMENTS. SEE E3.1 FOR FEEDER REQUIREMENTS. 8.	SEE E4.1 FOR DISTRIBUTION CENTER STAND DETAILS, RV POWER SEE E4.1 FOR DISTRIBUTION CENTER STAND DETAILS, RV POWER  E4.1 FOR DISTRIBUTION CENTER STAND DETAILS, RV POWER E4.1 FOR DISTRIBUTION CENTER STAND DETAILS, RV POWER  FOR DISTRIBUTION CENTER STAND DETAILS, RV POWER FOR DISTRIBUTION CENTER STAND DETAILS, RV POWER  DISTRIBUTION CENTER STAND DETAILS, RV POWER DISTRIBUTION CENTER STAND DETAILS, RV POWER  CENTER STAND DETAILS, RV POWER CENTER STAND DETAILS, RV POWER  STAND DETAILS, RV POWER STAND DETAILS, RV POWER  DETAILS, RV POWER DETAILS, RV POWER  RV POWER RV POWER  POWER POWER POST DETAIL, AND NON-ENCASED/DIRECT BURIED CONDUIT  DETAIL, AND NON-ENCASED/DIRECT BURIED CONDUIT DETAIL, AND NON-ENCASED/DIRECT BURIED CONDUIT  AND NON-ENCASED/DIRECT BURIED CONDUIT AND NON-ENCASED/DIRECT BURIED CONDUIT  NON-ENCASED/DIRECT BURIED CONDUIT NON-ENCASED/DIRECT BURIED CONDUIT  BURIED CONDUIT BURIED CONDUIT  CONDUIT CONDUIT DETAILS. 9.	SEE E4.2 FOR TRANSFORMER DETAIL AND HANDHOLE DETAIL. SEE E4.2 FOR TRANSFORMER DETAIL AND HANDHOLE DETAIL. 10.	SEE E5.1 AND E5.2 FOR PANEL SCHEDULES.SEE E5.1 AND E5.2 FOR PANEL SCHEDULES.
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NOTES:

1. MATERIAL AND SIZE OF ATTACHMENT CLAMPS AND SCREWS SHALL BE APPROVED BY THE

ENGINEER.

2. SEE PLAN FOR LOCATION OF POWER POSTS.

TYPICAL POWER POST DETAIL

NO SCALE

EATON CAMPMATE RV POWER CENTER:

· 100A, 120/240V, 1-PHASE, 3-WIRE, + GROUND

· 7W LED LIGHT WITH PHOTOCELL

· 20A, 120V GFCI DUPLEX RECEPTACLE WITH 20A/1P CIRCUIT BREAKER

· 30A, 120V SIMPLEX RECEPTACLE WITH 30A/1P CIRCUIT BREAKER

· 50A, 240V SIMPLEX RECEPTACLE WITH 50A/2P CIRCUIT BREAKER

· NEMA 3R MON-METALLIC ENCLOSURE, TAN FINISHED COLOR

· LUGS FOR #2 AWG TO #2/0 AWG WIRING

30" MIN. 30" MIN.

3'-0"

6"x6" SALT TREATED WOOD POST. SOUTHERN PINE (ACO 0.6 PCF).

50A CIRCUIT: 3#2,#4G IN 2" PVC

CONDUIT, SCHEDULE 80 (TYP.)

100A CIRCUIT: 3#2/0,#3G IN 2" PVC

CONDUIT, SCHEDULE 80 (TYP.)

FINISHED GRADE

CUT TOP AT 45° ANGLE

6" WIDE DETECTABLE

MARKER TAPE

FINISHED GRADE

OR PAVEMENT

30" MIN.

6" MIN.

6" WIDE DETECTABLE

MARKER TAPE

3" MIN. STONE DUST ALL

AROUND. COMPACTED IN

6" LIFTS.

CLEAN EARTH

BACKFILL

3" MIN. TYP.

CONDUIT WITH SPACERS 5'

ON CENTER. SEE E6.1 FOR

CONDUIT SIZE. TYP.

FINISHED GRADE

OR PAVEMENT

30" MIN.

6" MIN.

REFER TO SITE PLAN FOR

CONDUIT SIZE

3" MIN. STONE DUST ALL

AROUND. COMPACTED IN

6" LIFTS.

3"

CLEAN EARTH

BACKFILL

3"

TYPICAL DIRECT-BURIED CONDUIT DETAILS

NO SCALE

TYPICAL DISTRIBUTION CENTER DETAILS

NO SCALE

3'-0"

6"x6" SALT TREATED WOOD POST. SOUTHERN PINE (ACO 0.6 PCF).

LENGTH AS REQUIRED.

FINISHED GRADE

4'-0"

6'-0" MAX.

NEMA 3R, LOCKABLE SAME

KEYING, 400A MCB,

120/240V, 1-PH, 3-W

PANELBOARD (TYP.)

2"x12" SALT TREATED

LUMBER BACKBOARD.

LENGTH AND QUANTITIES

AS REQUIRED.

NAMEPLATE (TYP.)

NEMA 3R WIRE TROUGH. SIZED AS REQUIRED.

3'-0"

6"x6" SALT TREATED WOOD POST. SOUTHERN PINE (ACO 0.6 PCF).

LENGTH AS REQUIRED.

FINISHED GRADE

NEMA 3R, 400A, 120/240V,

1-PH, 3-W  METER AND DP&L

APPROVED METER BASE (TYP.)

2"x12" SALT TREATED

LUMBER BACKBOARD.

LENGTH AND QUANTITIES

AS REQUIRED.

NAMEPLATE (TYP.)

NEMA 3R WIRE TROUGH. SIZED AS REQUIRED.

6" WIDE DETECTABLE

MARKER TAPE

FINISHED GRADE

OR PAVEMENT

42" MIN.

6" MIN.

BPW PRIMARY CABLE

3" MIN. STONE DUST ALL

AROUND. COMPACTED IN

6" LIFTS.

3"

CLEAN EARTH

BACKFILL

SECONDARY, 600V OR

LESS, 12" SEPARATION

FROM PRIMARY

12"

GALVANIZED STRUT WITH

CONDUIT STRAPS (TYP.)

PANEL SIDE METER SIDE

TO RV POWER POSTS TO TRANSFORMER

NEMA 3R WIRE TROUGH. SIZED AS REQUIRED.

(USE ONLY WHEN METER BASES CANNOT ACCEPT

SIZE OF CONDUITS INSTALLED.)

TO TRANSFORMERTO RV POWER POSTS

WARNING LABEL (TYP.)WARNING LABEL (TYP.)

SIDE VIEW

NEMA 3R WIRE TROUGH

NEMA 3R, 320A CLASS,

120/240V, 1-PH, 3-W  METER

AND DP&L APPROVED METER

BASE (TYP.)

NEMA 3R WIRE TROUGH

(USE ONLY WHEN METER BASES

CANNOT ACCEPT SIZE OF CONDUITS

INSTALLED.)

TO RV POWER POSTS TO TRANSFORMER

6" CONCRETE ALL AROUND

(TYP.)

NOTE:

1. MAKE APPROPRIATE ADJUSTMENTS FOR DIFFERENT QUANTITY OF CONDUITS BASED ON

CLEARANCES AND SPACING SHOWN.

NOTE:

1. MAKE APPROPRIATE ADJUSTMENTS FOR DIFFERENT QUANTITY OF METERS AND PANELS

BASED ON  CLEARANCES AND SPACING SHOWN.

5/8"x10' MIN. COPPER-CLAD STEEL GROUND ROD.

PROVIDE ADDITIONAL RODS UNTIL MEET 10 OHMS

OR LESS.

#1/0 CU

INSULATED IN

3/4"C. TYP.

3" MIN.

TYP.

1 2

3 4

5

6

NUMBER INDICATES PREFERRED POSITION

OF CONDUIT IN DUCT BANK. MAKE

ADJUSTMENTS AS REQUIRED.

METER BY BPW

CONDUIT RISER FOR DIRECT

BURIED  SECONDARY CABLE

(TYP.)

CONDUIT RISER FOR DIRECT

BURIED  SECONDARY CABLE

(TYP.)

TYPICAL SEPARATION CLEARANCE BETWEEN

MEDIUM-VOLTAGE RUN AND 600V OR LESS RUN
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